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Attachment 2: Summary of Violations 
 
The following chart is a list of Covanta Essex Title V Permit violations that occurred under the current permit, 
issued October 28, 2013. The data represents violations compiled from NJDEP DataMiner reports between 
October 2013 and October 2019, as well as a portion of Covanta Essex’s semiannual and annual compliance 
reports over this same period. Emissions exceedance more than twice the permit limit are listed in bold and 
underlined. Emissions exceedances known to be associated with a tinted plume are highlighted in purple. 
 
This is a non-exhaustive list of violations, as DataMiner has no record of violations occurring after January 2019, 
and ICC does not have access to all of Covanta Essex’s semiannual compliance reports for the relevant period. 
ICC may amend this list with information about additional violations as they become available. In addition, the 
media has reported pink or purple emissions from Covanta Essex on the following dates since January 2019. 
These emissions have not yet been published on DataMiner.  

• June 19, 2019 
• September 20, 2019 
• October 9, 2019 
• October 10, 2019 

 
Covanta Essex Permit Violations: October 2013 - January 2019 

 Date Permit 
Emission 

Limit 

Measured 
Exceedance 

Ratio of 
Exceedance 

to Limit 

Location Notes Violation 
Citation 

1 10/30/2013 6-minute 10% 
Opacity 

12% 120% Boiler #1  N.J.A.C. 7:27-
22.16(e) 

2 12/28/2013 1-hr SO2 94 
ppmvd 

115 ppm 122% Boiler #2 Between 11:00 
and 12:00 PM 

N.J.A.C. 7:27-
22.3(e) 

3 1/3/2014 6-minute 10% 
Opacity 

12% 120% Unit #2  N.J.A.C. 7:27-
22.16(e) 

4 2/3/2014 6-minute 10% 
Opacity 

12% 120% Unit #2  N.J.A.C. 7:27-
22.16(e) 

5 2/3/2014 6-minute 10% 
Opacity 

Violation (emission 
not listed) 

n/a Unit #3  N.J.A.C. 7:27-
22.16(e) 

6 2/3/2014 6-minute 10% 
Opacity 

16% 160% Unit #2  n/a 

7 2/3/2014 6-minute 10% 
Opacity 

14% 140% Unit #2  n/a 

8 2/3/2014 6-minute 10% 
Opacity 

15% 150% Unit #2  n/a 

9 2/3/2014 6-minute 10% 
Opacity 

23% 230% Unit #2  n/a 

10 2/3/2014 6-minute 10% 
Opacity 

15% 150% Unit #2  n/a 

11 2/3/2014 6-minute 10% 
Opacity 

30% 300% Unit #2  n/a 

12 2/3/2014 6-minute 10% 
Opacity 

26% 260% Unit #2  n/a 

13 2/3/2014 6-minute 10% 
Opacity 

31% 310% Unit #2  n/a 

14 2/3/2014 CO 100 
ppmvd at 7% 
O2 

129 ppm 129% Unit #3  N.J.A.C. 7:27-
22.16(e) 

15 2/3/2014 CO 400 
ppmvd at 7% 
O2 

421 ppm 105% Unit #3  N.J.A.C. 7:27-
22.16(e) 

16 2/3/2014 Maximum 
allowable 
opacity 10% 

11% 110% Unit #1  N.J.A.C. 7:27-
22.16(e) 



17 2/6/2014 Maximum 
allowable 
opacity 10% 

13% 130% Unit #1  N.J.A.C. 7:27-
22.16(e) 

18 2/27/2014 6-minute 10% 
Opacity 

13% 130% Unit #1  n/a 

19 3/6/2014 Maximum 
allowable 
opacity 10% 

17% 170% Unit #3  N.J.A.C. 7:27-
22.16(e) 

20 3/6/2014 CO 400 
ppmvd at 7% 
O2 

575ppm 143% Unit #3  N.J.A.C. 7:27-
22.16(e) 

21 3/6/2014 Oxygen (5-
minute block) 
3% 

1.7% 57% Unit #3  n/a 

22 3/6/2014 CO 100 
ppmvd at 7% 
O2 

Violation (emission 
not listed) 

n/a Unit #3  N.J.A.C. 7:27-
22.16(e) 

23 3/13/2014 Maximum 
allowable 
opacity 10% 

23% 230% Unit #1  N.J.A.C. 7:27-
22.16(e) 

24 3/17/2014 Maximum 
allowable 
opacity 10% 

12% 120% Unit #2  N.J.A.C. 7:27-
22.16(e) 

25 3/23/2014 Maximum 
allowable 
opacity 10% 

13% 130% Unit #1  N.J.A.C. 7:27-
22.16(e) 

26 3/25/2014 Maximum 
allowable 
opacity 10% 

45% 450% Unit #3  N.J.A.C. 7:27-
22.16(e) 

27 3/25/2014 6-minute 10% 
Opacity 

29% 290% Unit #3  n/a 

28 3/25/2014 6-minute 10% 
Opacity 

34% 340% Unit #3  n/a 

29 3/25/2014 6-minute 10% 
Opacity 

33% 330% Unit #3  n/a 

30 3/31/2014 6-minute 10% 
Opacity 

16% 160% Unit #1  n/a 

31 3/31/2014 Maximum 
allowable 
opacity 10% 

11% 110% Unit #1  N.J.A.C. 7:27-
22.16(e) 

32 4/2/2014 Maximum 
allowable 
opacity 10% 

34% 340% Unit #1  N.J.A.C. 7:27-
22.16(e) 

33 4/9/2014 Maximum 
allowable 
opacity 10% 

22% 220% Unit #1  N.J.A.C. 7:27-
22.16(e) 

34 4/9/2014 6-minute 10% 
Opacity 

23% 230% Unit #1  n/a 

35 4/9/2014 6-minute 10% 
Opacity 

11% 110% Unit #1  n/a 

36 4/9/2014 6-minute 10% 
Opacity 

13% 130% Unit #1  n/a 

37 4/9/2014 6-minute 10% 
Opacity 

13% 130% Unit #1  n/a 

38 4/20/2014 CO 100 
ppmvd at 7% 
O2 

110 ppm 110% Unit #3  N.J.A.C. 7:27-
22.16(e) 

39 5/26/2014 CO 100 
ppmvd at 7% 
O2  

104 ppm 104% Unit #3  N.J.A.C. 7:27-
22.16(e) 



40 5/26/2014 Oxygen (5-
minute block) 
3% 

2.5% 83% Unit #3  n/a 

41 10/20/2014 6-minute 10% 
Opacity 

17% 170% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

42 11/10/2014 1-hr. CO 
emissions (400 
ppmvd) 

471 ppmvd 118% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

43 11/10/2014 4-hr. CO 
emissions (100 
ppmvd) 

151 ppmvd  151% Boiler # 1  40 CFR 
62.14104(a) 

44 11/10/2014 6-minute 10% 
Opacity 

12% 120% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

45 11/17/2014 6-minute 10% 
Opacity 

11% 110% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

46 11/24/2014 6-minute 10% 
Opacity 

14% 140% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

47 12/1/2014 6-minute 10% 
Opacity 

11% 110% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

48 12/14/2014 6-minute 10% 
Opacity 

17% 170% Boiler # 1 Between 8:42 
and 8:54 pm 

N.J.A.C. 7:27-
22.16(e) 

49 12/14/2014 6-minute 10% 
Opacity 

31% 310% Boiler # 1 Between 8:42 
and 8:54 pm 

N.J.A.C. 7:27-
22.16(e) 

50 12/14/2014 6-minute 10% 
Opacity 

11% 110% Boiler # 1 Between 8:42 
and 8:54 pm 

N.J.A.C. 7:27-
22.16(e) 

51 12/16/2014 6-minute 10% 
Opacity 

16% 160% Boiler # 1 Between 2:54 
and 3:12 pm 

N.J.A.C. 7:27-
22.16(e) 

52 12/16/2014 6-minute 10% 
Opacity 

13% 130% Boiler # 1 Between 2:54 
and 3:12 pm 

N.J.A.C. 7:27-
22.16(e) 

53 12/16/2014 6-minute 10% 
Opacity 

12% 120% Boiler # 1 Between 2:54 
and 3:12 pm 

N.J.A.C. 7:27-
22.16(e) 

54 12/16/2014 6-minute 10% 
Opacity 

15%  150% Boiler # 2 Between 2:42 
to 3:18 pm 

N.J.A.C. 7:27-
22.16(e)  

55 12/16/2014 6-minute 10% 
Opacity 

21% 210% Boiler # 2 Between 2:42 
to 3:18 pm 

N.J.A.C. 7:27-
22.16(e) 

56 12/16/2014 6-minute 10% 
Opacity 

17% 170% Boiler # 2 Between 2:42 
to 3:18 pm 

N.J.A.C. 7:27-
22.16(e) 

57 12/16/2014 6-minute 10% 
Opacity 

17% 170% Boiler # 2 Between 2:42 
to 3:18 pm 

N.J.A.C. 7:27-
22.16(e) 

58 12/16/2014 6-minute 10% 
Opacity 

15% 150% Boiler # 2 Between 2:42 
to 3:18 pm 

N.J.A.C. 7:27-
22.16(e) 

59 12/16/2014 6-minute 10% 
Opacity 

15% 150% Boiler # 2 Between 2:42 
to 3:18 pm 

N.J.A.C. 7:27-
22.16(e) 

60 12/21/2014 6-minute 10% 
Opacity 

14% 140% Boiler # 3 Between 10:48 
and 11:00 AM 

N.J.A.C. 7:27-
22.16(e) 

61 12/21/2014 6-minute 10% 
Opacity 

26% 260% Boiler # 3  Between 
10:48 and 
11:00 AM 

N.J.A.C. 7:27-
22.16(e) 

62 Fourth 
Quarter 
2014 

Continuously 
Monitor ESP 
Inlet 
Temperature 

25 hours downtime n/a Unit # 1  40 CFR 
62.14109(b) 

63 Fourth 
Quarter 
2014 

Continuously 
Monitor Steam 
Flow Rate 

25 hours downtimes n/a Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

64 1/8/2015 1-hr. CO (400 
ppmvd) 

606 ppm 152% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

65 1/8/2015 4-hr. CO (100 
ppmvd) 

186 ppm 186% Boiler # 1  40 CFR 
62.14104(a) 

66 1/8/2015 5-min. O2 (3% 
min.) 

1.7% 57% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 



67 1/26/2015 6-minute 10% 
Opacity  

16% 160% Boiler # 2 Between 6:42 
and 7:30 PM 
“Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

68 1/26/2015 6-minute 10% 
Opacity 

25% 250% Boiler #2 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

69 1/26/2015 6-minute 10% 
Opacity 

18% 180% Boiler #2 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

70 1/26/2015 6-minute 10% 
Opacity 

11% 110% Boiler #2 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

71 1/26/2015 6-minute 10% 
Opacity 

17% 170% Boiler #2 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

72 1/26/2015 6-minute 10% 
Opacity 

16% 160% Boiler #2 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

73 1/26/2015 6-minute 10% 
Opacity 

30% 300% Boiler # 1 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

74 1/26/2015 6-minute 10% 
Opacity 

29% 290% Boiler #1 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

75 1/26/2015 6-minute 10% 
Opacity 

14% 140% Boiler #1 “Tinted 
Plume” 

N.J.A.C. 7:27-
22.16(e) 

76 1/31/2015 6-minute 10% 
Opacity 

16 % 160% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

77 1/31/2015 6-minute 10% 
Opacity 

12% 120% Boiler #1  N.J.A.C. 7:27-
22.16(e) 

78 2/3/2015 6-minute 10% 
Opacity 

12% 120% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

79 2/10/2015 6-minute 10% 
Opacity 

18% 180% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

80 2/10/2015 6-minute 10% 
Opacity 

13% 130% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

81 2/14/2015 6-minute 10% 
Opacity 

33% 330% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

82 2/14/2015 6-minute 10% 
Opacity 

27% 270% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

83 2/14/2015 6-minute 10% 
Opacity 

29% 290% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

84 2/14/2015 6-minute 10% 
Opacity 

11% 110% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

85 2/14/2015 6-minute 10% 
Opacity 

12% 120% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

86 2/14/2015 6-minute 10% 
Opacity 

11% 110% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

87 2/14/2015 6-minute 10% 
Opacity 

16% 160% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

88 2/14/2015 6-minute 10% 
Opacity 

11% 110% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

89 2/21/2015 6-minute 10% 
Opacity 

11 – 33% 110 – 330% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

90 2/21/2015 6-minute 10% 
Opacity 

12% 120% Boiler #2  N.J.A.C. 7:27-
22.16(e) 

91 2/21/2015 1-hr. CO (400 
ppmvd) 

1124 ppm 281% Boiler #2  N.J.A.C. 7:27-
22.16(e) 

92 2/21/2015 4-hr. CO (100 
ppmvd) 

292 ppm 292% Boiler #2  40 CFR 
62.14104(a) 

93 2/21/2015 1-hr. CO (400 
ppmvd) 

1347 ppm 337% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

94 2/21/2015 4-hr. CO (100 
ppmvd) 

357 ppm 357% Boiler # 3  n/a 

95 2/22/2015 1-hr. CO (400 
ppmvd) 

7696 ppm 1,924% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 



96 2/22/2015 4-hr. CO (100 
ppmvd) 

 n/a Boiler # 2  40 CFR 
62.14104(a) 

97 2/22/2015 1-hr. CO (400 
ppmvd) 

7471 ppm 1,868% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

98 2/22/2015 6-minute 10% 
Opacity 

11 – 33% 110 – 330% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

99 2/22/2015 1-hr. NOx 
(300 ppmvd) 

400 ppm  133% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

100 2/22/2015 4-day CO (100 
ppmvd) 

146 ppm 146% Boiler # 2 Between 1:00 
AM 2/22/2015 
and 4:00 PM 
2/25/2015 

N.J.A.C. 7:27-
22.16(e) 

101 2/22/2015 1-hr. NOx 
(300 ppmvd) 

329 ppm 110% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

102 2/22/2015 4-day CO (100 
ppmvd) 

171 ppm 171% Boiler # 3 Between 1:00 
AM and 9:00 
PM 

N.J.A.C. 7:27-
22.16(e) 

103 2/22/2015 1-hr. SO2 (94 
ppmvd) 

139 ppm 148% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

104 2/22/2015 1-hr. SO2 (94 
ppmvd) 

114 ppm 121% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

105 2/28/2015 6-minute 10% 
Opacity  

11 – 39%  110 – 390% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

106 4/3/2015 6-minute 10% 
Opacity  

11 – 39%  110 – 390% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

107 4/3/2015 1-hr. CO (400 
ppmvd) 

2750 ppm 688% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

108 4/25/2015 1-hr. SO2 (94 
ppmvd) 

97 ppmvd 103% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

109 5/9/2015 1-hr. SO2 (94 
ppmvd) 

103 ppm 110% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

110 6/21/2015 6-minute 10% 
Opacity 

15%  150% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

111 6/24/2015 6-minute 10% 
Opacity 

29% 290% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

112 6/24/2015 6-minute 10% 
Opacity 

26% 260% Boiler #2  N.J.A.C. 7:27-
22.16(e) 

113 6/24/2015 6-minute 10% 
Opacity 

17% 170% Boiler #2  N.J.A.C. 7:27-
22.16(e) 

114 7/30/2015 6-minute 10% 
Opacity 

12%  120% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

115 7/30/2015 6-minute 10% 
Opacity 

19% 190% Boiler #1  N.J.A.C. 7:27-
22.16(e) 

116 7/30/2015 6-minute 10% 
Opacity 

11% 110% Boiler #1  N.J.A.C. 7:27-
22.16(e) 

117 8/10/2015 6-minute 10% 
Opacity 

32% 320% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

118 8/17/2015 1-hr. CO (400 
ppmvd) 

683 ppm 170% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

119 8/17/2015 4-hr. CO (100 
ppmvd) 
 

215 ppm 215% Boiler # 3  40 CFR 
62.14104(a) 

120 8/17/2015 5-min. 02 (3% 
min.) 

2.10% 70% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

121 8/30/2015 4-hr. CO (100 
ppmvd) 
 

101 ppm 101% Boiler # 1  40 CFR 
62.14104(a) 

122 9/2/2015 6-minute 10% 
Opacity 

14%  140% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

123 9/2/2015 6-minute 10% 
Opacity 

14%  140% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 



124 10/4/2015 6-minute 10% 
Opacity 

12%  120% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

125 10/6/2015 6-minute 10% 
Opacity 

20%  200% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

126 10/6/2015 6-minute 10% 
Opacity 

17% 170% Boiler #2  N.J.A.C. 7:27-
22.16(e) 

127 10/6/2015 6-minute 10% 
Opacity 

12% 120% Boiler #2  N.J.A.C. 7:27-
22.16(e) 

128 10/6/2015 6-minute 10% 
Opacity 

11% 110% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

129 10/6/2015 6-minute 10% 
Opacity 

17% 170% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

130 10/6/2015 6-minute 10% 
Opacity 

25% 250% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

131 10/6/2015 6-minute 10% 
Opacity 

28% 280% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

132 10/6/2015 6-minute 10% 
Opacity 

21% 210 % Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

133 10/6/2015 6-minute 10% 
Opacity 

11% 110 % Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

134 10/12/2015 6-minute 10% 
Opacity 

13% 130% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

135 10/12/2015 6-minute 10% 
Opacity 

14% 140% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

136 10/12/2015 6-minute 10% 
Opacity 

27% 270% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

137 10/12/2015 6-minute 10% 
Opacity 

28% 280% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

138 10/12/2015 6-minute 10% 
Opacity 

26% 260% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

139 10/12/2015 6-minute 10% 
Opacity 

20% 200% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

140 10/12/2015 6-minute 10% 
Opacity 

12% 120% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

141 10/14/2015 6-minute 10% 
Opacity 

25%  250% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

142 10/14/2015 6-minute 10% 
Opacity 

29% 290% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

143 10/14/2015 6-minute 10% 
Opacity 

17% 170% Boiler #3  N.J.A.C. 7:27-
22.16(e) 

144 10/23/2015 6-minute 10% 
Opacity 

12 – 22%  120 – 220% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

145 10/23/2015 6-minute 10% 
Opacity 

11% 110% Boiler #2  N.J.A.C. 7:27-
22.16(e) 

146 11/10/2015 6-minute 10% 
Opacity 

22%  220% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

147 11/10/2015 6-minute 10% 
Opacity 

19%  190% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

148 11/10/2015 6-minute 10% 
Opacity 

12%  120% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

149 11/15/2015 6-minute 10% 
Opacity 

11% 110% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

150 11/18/2015 6-minute 10% 
Opacity 

11% 110% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

151 11/18/2015 1-hr. CO (400 
ppmvd) 

541 ppmvd 135% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

152 11/18/2015 5-min. O2 (3% 
min.) 

0.6% 20% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

153 12/20/2015 6-minute 10% 
Opacity 

11% 110% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 



154 1/13/2016 6-minute 10% 
Opacity 

13% 130% Boiler # 1 Tinted plume 
associated 
with iodine 

N.J.A.C. 7:27-
22.16(e) 

155 1/13/2016 6-minute 10% 
Opacity 

13% 130% Boiler # 1 Tinted plume 
associated 
with iodine 

 

156 1/13/2016 6-minute 10% 
Opacity 

15% 150% Boiler # 1 Tinted plume 
associated 
with iodine 

 

157 1/13/2016 6-minute 10% 
Opacity 

19% 190% Boiler # 1 Tinted plume 
associated 
with iodine 

 

158 1/13/2016 6-minute 10% 
Opacity 

22% 220% Boiler # 1 Tinted plume 
associated 
with iodine 

 

159 1/13/2016 6-minute 10% 
Opacity 

25% 250% Boiler # 1 Tinted plume 
associated 
with iodine 

 

160 1/13/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 1 Tinted plume 
associated 
with iodine 

 

161 1/20/2016 6-minute 10% 
Opacity 

15% 150% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

162 2/13/2016 6-minute 10% 
Opacity 

17% 170% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

163 2/17/2016 6-minute 10% 
Opacity 

15% 150% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

164 2/21/2016 6-minute 10% 
Opacity 

17% 170% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

165 2/22/2016 6-minute 10% 
Opacity 

11% 110% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

166 2/22/2016 6-minute 10% 
Opacity 

11% 110% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

167 2/22/2016 6-minute 10% 
Opacity 

18% 180% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

168 2/28/2016 6-minute 10% 
Opacity 

18% 180% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

169 2/28/2016 6-minute 10% 
Opacity 

15% 150% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

170 2/28/2016 6-minute 10% 
Opacity 

16% 160% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

171 3/3/2016 6-minute 10% 
Opacity 

39% 390% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

172 3/3/2016 6-minute 10% 
Opacity 

21% 210% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

173 3/3/2016 6-minute 10% 
Opacity 

21% 210% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

174 3/3/2016 6-minute 10% 
Opacity 

11% 110% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

175 4/10/2016 6-minute 10% 
Opacity 

11% 110% Boiler # 2 Between 2:18 
and 2:54 PM 

N.J.A.C. 7:27-
22.16(e) 

176 4/10/2016 6-minute 10% 
Opacity 

11% 110% Boiler # 2 Between 2:18 
and 2:54 PM 

N.J.A.C. 7:27-
22.16(e) 

177 4/10/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 2 Between 2:18 
and 2:54 PM 

N.J.A.C. 7:27-
22.16(e) 

178 4/10/2016 6-minute 10% 
Opacity 

13% 130% Boiler # 2 Between 2:18 
and 2:54 PM 

N.J.A.C. 7:27-
22.16(e) 



179 4/10/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 2 Between 2:18 
and 2:54 PM 

N.J.A.C. 7:27-
22.16(e) 

180 4/10/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 2 Between 2:18 
and 2:54 PM 

N.J.A.C. 7:27-
22.16(e) 

181 4/10/2016 6-minute 10% 
Opacity 

13% 130% Boiler # 2 Between 2:18 
and 2:54 PM 

N.J.A.C. 7:27-
22.16(e) 

182 4/21/2016 6-minute 10% 
Opacity 

20% 200% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

183 4/21/2016 1-hr. CO (400 
ppm) 

Violation (emission 
not listed) 

n/a Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

184 4/21/2016 4-hr. CO (100 
ppm) 

Violation (emission 
not listed) 

n/a Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

185 4/24/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

186 5/6/2016 1-hr. CO (400 
ppm) 

498 ppm 125% Boiler # 2 Between 1:00 
and 2:00 AM 

40 CFR 
62.14109(a) 

187 5/6/2016 4-hr. CO (100 
ppm) 

134 134% Boiler # 2 Between 12:00 
AM and 4:00 
AM. 

N.J.A.C. 
7:27-22.3 
(e) 

188 5/23/2016 6-Minute 10% 
Opacity  

15%  150% Boiler # 3 Tinted plume 
associated 
with iodine – 
Between 5:54 
and 6:12 PM  

N.J.A.C. 7:27-
22.16(e) 

189 5/23/2016 6-Minute 10% 
Opacity  

18%  180% Boiler # 3 Tinted plume 
associated 
with iodine – 
Between 5:54 
and 6:12 PM  

N.J.A.C. 7:27-
22.16(e) 

190 5/23/2016 6-Minute 
10% Opacity  

20%  200% Boiler # 3 Tinted plume 
associated 
with iodine – 
Between 5:54 
and 6:12 PM  

N.J.A.C. 7:27-
22.16(e) 

191 5/23/2016 6-Minute 
10% Opacity  

24%  240% Boiler # 3 Tinted plume 
associated 
with iodine – 
Between 5:54 
and 6:12 PM  

N.J.A.C. 7:27-
22.16(e) 

192 Third 
Quarter 
2016 

Continuously 
Monitor Steam 
Flow Rate 

Failed to 
continuously 
monitor. 

n/a Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

193 Third 
Quarter 
2016 

Continuously 
Monitor 
Temperature  

Failed to 
continuously 
monitor. 

n/a Boiler # 1 
(ESP Unit) 

 40 CFR 
62.14109(b) 

194 6/8/2016 6-minute 10% 
Opacity 

23% 230% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

195 6/9/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

196 7/1/2016 4-hr. CO (100 
ppm) 

Violation (emission 
not listed) 

n/a Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

197 7/1/2016 1-hr. CO 
(400ppm) 

Violation (emission 
not listed) 

n/a Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

198 7/1/2016 5-min. O2 (3% 
min.) 

2.1% 71% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

199 7/14/2016 1-hr. CO (400 
ppm) 

Violation (emission 
not listed) 

n/a Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

200 7/14/2016 5-min. O2 (3% 
min.) 

1.8% 60% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

201 7/18/2016 6-minute 10% 
Opacity 

11 – 19% 110 – 190% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 



202 7/25/2016 4-hr. CO (100 
ppm) 

Violation (emission 
not listed) 

n/a Boiler # 3  40 CFR 
62.14104(a) 

203 7/25/2016 5-min. O2 (3% 
min.) 

2.7% 90% Boiler # 3  N.J.A.C. 7:27-
22.16(e) 

204 8/2/2016 6-minute 10% 
Opacity 

12 – 20%  120 – 200% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

205 8/3/2016 6-minute 10% 
Opacity 

12 – 20% 120 – 200% Boiler # 2  N.J.A.C. 7:27-
22.16(e) 

206 9/2/2016 6-minute 10% 
Opacity 

12 – 81%  120 – 810% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

207 10/10/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

208 10/19/2016 6-minute 10% 
Opacity 

12% 120% Boiler # 1  N.J.A.C. 7:27-
22.16(e) 

209 12/23/2016 6-minute 10% 
Opacity 

11 – 13%  110 – 130% Boiler # 2 Between 5:12 
and 5:30 PM  
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

210 12/23/2016 6-minute 10% 
Opacity 

11 – 13%  110 – 130% Boiler # 2 Between 5:12 
and 5:30 PM  
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

211 12/23/2016 6-minute 10% 
Opacity 

11 – 13%  110 – 130% Boiler # 2 Between 5:12 
and 5:30 PM  
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

212 12/23/2016 6-minute 10% 
Opacity 

11 – 13%  110 – 130% Boiler # 2 Between 5:12 
and 5:30 PM  
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

213 12/23/2016 
Boiler # 3 

6-minute 10% 
Opacity 

13 – 47% 130 – 470% Boiler # 3 Between 4:48 
and 5:12 PM 
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

214 12/23/2016 
Boiler # 3 

6-minute 10% 
Opacity 

13 – 47% 130 – 470% Boiler # 3 Between 4:48 
and 5:12 PM 
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

215 12/23/2016 
Boiler # 3 

6-minute 10% 
Opacity 

13 – 47% 130 – 470% Boiler # 3 Between 4:48 
and 5:12 PM 
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

216 12/23/2016  6-minute 10% 
Opacity 

13 – 47% 130 – 470% Boiler # 3 Between 4:48 
and 5:12 PM 
(4 consecutive 
opacity 
exceedances) 

N.J.A.C. 7:27-
22.16(e) 

217 Fourth 
Quarter 
2016 

Continuous 
Emission 
Monitoring 
(CEM)  

12.5% Downtime  n/a SO2 Outlet 
(Stack) 

 40 CFR 
60.13(e)(2) 

218 Calendar 
Year 2016 

CEM O2 
Outlet 

94.88% 99.9% Boiler # 1  40 CFR 
62.14109(a) 



Monitors 
(95%) 

219 Calendar 
Year 2016 

CEM O2 
Outlet 
Monitors 
(95%) 

94.88% 99.9% Boiler # 3  40 CFR 
62.14109(a) 

220 
Calendar 
Year 2016 

CEM O2 
Outlet 
Monitors 
(95%) 

90.65% 95.4% Boiler # 2  40 CFR 
62.14109(a) 

221 1/4/2017 6-minute 10% 
Opacity 

11-14% 110 – 140% Boiler #2 Between 2:24 
and 2:36 PM 
(Purple Plume) 

N.J.A.C. 7:27-
22.16(e) 

222 1/4/2017 6-minute 10% 
Opacity 

11-14% 110 – 140% Boiler #2 Between 2:24 
and 2:36 PM 
(Purple Plume) 

N.J.A.C. 7:27-
22.16(e) 

223 1/4/2017 6-minute 10% 
Opacity 

11-14% 110 – 140% Boiler #2 Between 2:24 
and 2:36 PM 
(Purple Plume) 

N.J.A.C. 7:27-
22.16(e) 

224 3/30/2017 6-minute 10% 
Opacity 

14% 140% Boiler #3 (Purple Plume) N.J.A.C. 7:27-
22.16(e) 

225 4/25/2017 4-hr. CO (100 
ppmvd) 

Violation (emission 
not listed) 

n/a Boiler #1 Between 4:00 
and 8:00 PM 

40 CFR 
62.14104(a) 

226 4/25/2017 6-minute 10% 
Opacity 

11-12% 110  – 120% Boiler #1 Between 5:42 
and 7:18 PM 

N.J.A.C. 7:27-
22.16(e) 

227 4/25/2017 6-minute 10% 
Opacity 

11-12% 110  – 120% Boiler #1 Between 5:42 
and 7:18 PM 

N.J.A.C. 7:27-
22.16(e) 

228 4/25/2017 6-minute 10% 
Opacity 

11-12% 110  – 120% Boiler #1 Between 5:42 
and 7:18 PM 

N.J.A.C. 7:27-
22.16(e) 

229 4/25/2017 6-minute 10% 
Opacity 

11-12% 110  – 120% Boiler #1 Between 5:42 
and 7:18 PM 

N.J.A.C. 7:27-
22.16(e) 

230 7/5/2017 4-hr. CO (100 
ppmvd) 

454 ppm 454% Boiler #1 Between 
12:00 and 
4:00 AM 

40CFR 
62.14104(a) 

231 7/5/2017 1-hr. CO 
(400ppm) 

871 ppm 218% Boiler #1 Between 2:00 
and 3:00 AM 

N.J.A.C. 7:27-
22.16(e) 

232 7/5/2017 1-hr. CO 
(400ppm) 

856 ppm 214% Boiler #1 Between 3:00 
and 4:00 AM 

N.J.A.C. 7:27-
22.16(e) 

233 7/5/2017 5-minute 3% 
O2 

2.7% 90% Boiler #1 Between 2:45 
and 3:20 AM 

N.J.A.C. 7:27-
22.16(e) 

234 7/5/2017 5-min. O2 (3% 
min.) 

1.4% 47% Boiler #1 Between 2:45 
and 3:20 AM 

N.J.A.C. 7:27-
22.16(e) 

235 7/5/2017 5-min. O2 (3% 
min.) 

2.8% 93% Boiler #1 Between 2:45 
and 3:20 AM 

N.J.A.C. 7:27-
22.16(e) 

236 7/5/2017 5-min. O2 (3% 
min.) 

2.4% 80% Boiler #1 Between 2:45 
and 3:20 AM 

N.J.A.C. 7:27-
22.16(e) 

237 7/5/2017 5-min. O2 (3% 
min.) 

1.9% 63% Boiler #1 Between 2:45 
and 3:20 AM 

N.J.A.C. 7:27-
22.16(e) 

238 7/5/2017 5-min. O2 (3% 
min.) 

1.8% 60% Boiler #1 Between 2:45 
and 3:20 AM 

N.J.A.C. 7:27-
22.16(e) 

239 7/5/2017 5-min. O2 (3% 
min.) 

1.4-2.8% 47 - 93% Boiler #1 Between 2:45 
and 3:20 AM 

N.J.A.C. 7:27-
22.16(e) 

240 9/6/2017 6-minute 10% 
Opacity 

11% 110% Boiler #1 Between 6:12 
and 6:18 PM 

N.J.A.C. 7:27-
22.16(e) 

241 9/20/2017 6-minute 10% 
Opacity 

13% 130% Boiler #2 Between 7:42 
and 8:00 PM 

N.J.A.C. 7:27-
22.16(e) 

242 9/20/2017 6-minute 10% 
Opacity 

19% 190% Boiler #2 Between 7:42 
and 8:00 PM 

N.J.A.C. 7:27-
22.16(e) 

243 9/20/2017 6-minute 10% 
Opacity 

20% 200% Boiler #2 Between 7:42 
and 8:00 PM 

N.J.A.C. 7:27-
22.16(e) 



244 9/21/2017 1-hr SO2 (94 
ppmvd) 

130 ppm  138% Boiler #3 Between 6:00 
and 7:00 PM 

N.J.A.C. 7:27-
22.3(e) 

245 9/22/2017 1-hr SO2 (94 
ppmvd) 

101 ppm  107% Boiler #3 Between 7:00 
and 8:00 PM 

N.J.A.C. 7:27-
22.16(e) 

246 9/28/2017 1-hr. CO 
(400ppm) 

623 ppm 156% Boiler #1 Between 5:00 
and 6:00 PM 

N.J.A.C. 7:27-
22.16(e) 

247 9/28/2017 5-min. O2 (3% 
min.) 

2.8% 93% Boiler #1 Between 5:00 
and 5:15 PM 

N.J.A.C. 7:27-
22.16(e) 

248 9/28/2017 5-min. O2 (3% 
min.) 

2.0% 67% Boiler #1 Between 5:00 
and 5:15 PM 

N.J.A.C. 7:27-
22.16(e) 

249 9/28/2017 5-min. O2 (3% 
min.) 

2.2% 73% Boiler #1 Between 5:00 
and 5:15 PM 

N.J.A.C. 7:27-
22.16(e) 

250 10/20/2017 5-yr stack Test 
for SO2, NOx, 
Sulfuric Acid 
Mists, VOC, 
Ammonia, 
Heavy Metal 
Compounds. 

Failed to conduct 
required 5-year 
Stack Test within a 
year of expiration of 
Title V Operating 
Permit. Didn’t 
conduct Stack Test 
until 5/14/2018.  

n/a Stacks Stack Test was 
due on 
October 20, 
2017. Title V 
Operating 
Permit expired 
on October 20, 
2018. Stack 
Tests were not 
complete until 
May 14, 2018 

N.J.A.C. 7:27-
22.18(h) 

251 10/20/2017 5-yr stack Test 
for CO 
Emissions and 
HF Emission. 

Failed to conduct 
required 5-year 
Stack Test within a 
year of expiration of 
Title V Operating 
Permit. Didn’t 
conduct Stack Test 
until the week 
5/14/2018.  

n/a Stacks Stack Test was 
due on 
October 20, 
2017. Title V 
Operating 
Permit expired 
on October 20, 
2018. Stack 
Tests were not 
complete until 
the week of 
May 14, 2018 

N.J.A.C. 7:27-
22.18(h) 

252 10/23/2017 4-hr. CO (100 
ppmvd) 

139 ppm 139% Boiler #1 Between 12:00 
and 4:00 PM 

40 CFR 
62.14104(a) 

253 11/3/2017 Pressure drop 
range 1-6 in. 
w.c. 

0.2 in. w.c. 20% Baghouse filter 
control device 
(CD1022) 
Emission Unit 
U15 

 N.J.A.C. 7:27-
22.16(a) 

254 12/2/2017 Pressure drop 
range 1-6 in. 
w.c. 

0.3 in. w.c. 30% Baghouse filter 
control device 
(CD1022) 
Emission Unit 
U15 

 N.J.A.C. 7:27-
22.16(a) 

255 12/24/2017 Pressure drop 
range 1-6 in. 
w.c. 

0.6 in. w.c. 60% Baghouse filter 
control device 
(CD1022) 
Emission Unit 
U15 

 N.J.A.C. 7:27-
22.16(a) 

256 1/5/2018 4-hr. CO (100 
ppmvd) 

138 ppm 138% Boiler #3 Between 12:00 
and 4:00 PM 

40 CFR 
62.14104(a) 

257 1/13/2018 Pressure drop 
range 1-6 in. 
w.c. 

7.7 in. w.c. 128% Baghouse filter 
control device 
(CD1022) 
Emission Unit 
U15 

 N.J.A.C. 7:27-
22.16(a) 



258 2/8/2018 Pressure drop 
range 1-6 in. 
w.c. 

14.6 in. w.c. 243% Baghouse 
filter control 
device 
(CD1022) 
Emission Unit 
U15 

 N.J.A.C. 7:27-
22.16(a) 

259 3/2/2018 4-hr. CO (100 
ppmvd) 

101 ppm 101% Boiler #3 Between 12:00 
and 4:00 PM 

40 CFR 
62.14104(a) 

260 5/20/2018 Dust collector 
CD 1019  

CD 1019 was not in 
operation for several 
periods between 
5/20/2018 and 
12/10/2018 due to 
equipment failure. 

n/a Flyash 
conditioning 
room 

Beginning 
with May 20, 
2018 to 
December 10, 
2018. 

N.J.A.C. 7:27-
22.16(e) 

261 5/30/2018 6-minute 10% 
Opacity 

11% 110% Boiler #2 Between 4:30 
and 4:42 PM 

N.J.A.C. 7:27-
22.16(e) 

262 5/30/2018 6-minute 10% 
Opacity 

11% 110% Boiler #2 Between 4:30 
and 4:42 PM 

N.J.A.C. 7:27-
22.16(e) 

263 7/4/2018 6-minute 10% 
Opacity 

26% 260% Boiler #1  N.J.A.C. 7:27-
22.16(e) 

264 7/11/2018 4-hr. CO (100 
ppmvd) 

102 ppm 102% Boiler #1 Between 12:00 
and 4:00 PM 

40 CFR 
62.14104(a) 

265 9/2/2018 6-minute 10% 
Opacity 

11% Opacity 110% Boiler #2 Between 3:36 
and 3:42 AM 

N.J.A.C. 7:27-
22.16(e) 

266 9/4/2018 6-minute 10% 
Opacity 

14% 140% Boiler #1 Tinted plume 
associated 
with iodine 

N.J.A.C. 7:27-
22.16(e) 

267 9/4/2018 6-minute 10% 
Opacity 

23% 230% Boiler #1 Tinted plume 
associated 
with iodine 

N.J.A.C. 7:27-
22.16(e) 

268 9/4/2018 6-minute 10% 
Opacity 

17% 170% Boiler #1 Tinted plume 
associated 
with iodine 

N.J.A.C. 7:27-
22.16(e) 

269 9/4/2018 6-minute 10% 
Opacity 

11% 110% Boiler #1 Tinted plume 
associated 
with iodine 

N.J.A.C. 7:27-
22.16(e) 

270 9/4/2018 6-minute 10% 
Opacity 

11% 110% Boiler #1 Tinted plume 
associated 
with iodine 

N.J.A.C. 7:27-
22.16(e) 

271 10/6/2018 4-hr. CO (100 
ppmvd) 

104 ppm 104% Boiler #3 Between 12:00 
and 4:00 PM 

40 CFR 
62.14104(a) 

272 11/23/2018 4-hr. CO (100 
ppmvd) 

103 ppm 103% Boiler #3 Between 12:00 
and 4:00 PM 

40 CFR 
62.14104(a) 

273 12/6/2018 4-hr. CO (100 
ppmvd) 

106 ppm 106% Boiler #3 Tinted plume 
associated 
with iodine -  
Between 12:00 
and 4:00 PM 

40 CFR 
62.14104(a) 

274 12/6/2018  6-minute 10% 
Opacity 

18% 180% Boiler #3 Tinted plume 
associated 
with iodine -  
Between 3:12 
and 3:30 PM 

N.J.A.C. 7:27-
22.16(e)  

275 12/6/2018  6-minute 10% 
Opacity 

15% 150% Boiler #3 Tinted plume 
associated 
with iodine -  
Between 3:12 
and 3:30 PM 

N.J.A.C. 7:27-
22.16(e)  

276 12/6/2018  6-minute 10% 
Opacity 

13% 130% Boiler #3 Between 3:12 
and 3:30 PM 

N.J.A.C. 7:27-
22.16(e)  



277 1/14/2019 6-minute 10% 
Opacity 

19-23% 190  – 230% Boiler #3 Between 4:18 
and 4:30 PM 
(purple 
plume) 

N.J.A.C. 7:27-
22.16(e) 

278 1/14/2019 6-minute 10% 
Opacity 

19-23% 190  – 230% Boiler #3 Between 4:18 
and 4:30 PM 
(purple 
plume) 

N.J.A.C. 7:27-
22.16(e) 

279 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

280 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

281 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

282 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

283 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

284 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

285 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

286 1/14/2019 6-minute 10% 
Opacity 

11-16% 110  – 160% Boiler #2 Between 4:18 
and 6:06 PM 
(purple plume) 

N.J.A.C. 7:27-
22.16(e) 

287 1/25/2019 4-hr. CO (100 
ppmvd) 

104ppm 104% Boiler #3 Between 12:00 
and 4:00 AM 

40 CFR 
62.14104 

288 1/28/2019 6-minute 10% 
Opacity 

12-27% 120  – 270% Boiler #3 Between 5:18 
and 6:30 PM 
(purple 
plume) 

N.J.A.C. 7:27-
22.16(e) 

289 1/28/2019 6-minute 10% 
Opacity 

12-27% 120  – 270% Boiler #3 Between 5:18 
and 6:30 PM 
(purple 
plume) 

N.J.A.C. 7:27-
22.16(e) 
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